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J AGROUND FLOOR PLAN

THE FOLLOWING FIRE NOTES PERTAIN TO THIS PROJECT:

1.  All work to comply with SANS 10400-2011 unless addressed by the Rational Fire
Design.

2. Occupancy classification H3 and J4.
3. (a) Fire hose reels to be installed in accordance with SANS 543 and T4.34.

(b) Fire hydrants to be installed in accordance with SANS 1128 and T4.35.
(c) A double headed booster connection and 100mm high volume Storz type fire
hydrant to be installed at the entrance in accordance with SANS 1128 and T4.35.
(d) Extinguishers to be installed in accordance with SANS 1910 and shall be
maintained and serviced in accordance with SANS 10105 and T4.37.

4. Portable fire extinguishers to be hung on purpose made boards and located in
secure positions as indicated on plan and to comply with T4.37.

5.     Floor coverings to comply with T4.14 and to be as per the Rational Fire Design.
6.    Wall coverings to comply with T4.15 and to be as per the Rational Fire Design.
7.    Structural elements to comply with T4.7. Structural stability to be 60 minutes.
8     Party walls between each living unit to be carried up to the underside of the floor
       slab above or the roof covering as the case may be. All gaps at the top of the fire

walls to be completely fire stopped with mortar. Roof battens or trusses may not
continue through the fire walls between units.

9.    Water supply to firefighting equipment to be combined with the domestic water
supply.

10   Water supply to firefighting equipment to comply with the attached Rational Fire
Design and with Johannesburg Water by-laws.

11.  Upon completion of water reticulation system Johannesburg Water Branch to be
       contacted for final inspection and test.
12.  All firefighting equipment, fire escape routes and exit doors to be indicated with

symbolic signs which must be secured without the use of adhesives.
13.  The doors in the lift doors will have a fire rating of 120 min certified by the

supplier.
14.  A Fenco glass wetting agent will be installed in the parking level and will comply

with sabs test report.
4. If  the water flow is inadequate at the time of  occupying a water tank and pump

will be provided.

EXISTING WALLS

NEW WALLS
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THE FOLLOWING FIRE NOTES PERTAIN TO THIS PROJECT:

1.  All work to comply with SANS 10400-2011 unless addressed by the Rational Fire
Design.

2. Occupancy classification H3 and J4.
3. (a) Fire hose reels to be installed in accordance with SANS 543 and T4.34.

(b) Fire hydrants to be installed in accordance with SANS 1128 and T4.35.
(c) A double headed booster connection and 100mm high volume Storz type fire
hydrant to be installed at the entrance in accordance with SANS 1128 and T4.35.
(d) Extinguishers to be installed in accordance with SANS 1910 and shall be
maintained and serviced in accordance with SANS 10105 and T4.37.

4. Portable fire extinguishers to be hung on purpose made boards and located in
secure positions as indicated on plan and to comply with T4.37.

5.     Floor coverings to comply with T4.14 and to be as per the Rational Fire Design.
6.    Wall coverings to comply with T4.15 and to be as per the Rational Fire Design.
7.    Structural elements to comply with T4.7. Structural stability to be 60 minutes.
8     Party walls between each living unit to be carried up to the underside of the floor
       slab above or the roof covering as the case may be. All gaps at the top of the fire

walls to be completely fire stopped with mortar. Roof battens or trusses may not
continue through the fire walls between units.

9.    Water supply to firefighting equipment to be combined with the domestic water
supply.

10   Water supply to firefighting equipment to comply with the attached Rational Fire
Design and with Johannesburg Water by-laws.

11.  Upon completion of water reticulation system Johannesburg Water Branch to be
       contacted for final inspection and test.
12.  All firefighting equipment, fire escape routes and exit doors to be indicated with

symbolic signs which must be secured without the use of adhesives.
13.  The doors in the lift doors will have a fire rating of 120 min certified by the

supplier.
14.  A Fenco glass wetting agent will be installed in the parking level and will comply

with sabs test report.
4. If  the water flow is inadequate at the time of  occupying a water tank and pump

will be provided.
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